
Sample # Sample Location Floor Test Date Result
1 1st Floor Drinking fountain 1st floor 10/1/2021 <1 ppb
2 Hallway Drinking Fountain by Main Office 1st floor 10/1/2021 <1 ppb
3 Drinking Foutain by Lounge 2nd Floor 10/1/2021 <1 ppb
4 2nd Floor Drinking Fountain By Stairs 2nd Floor 10/1/2021 2 ppb
5 Gymnasium Drinking Fountain 1st floor 10/1/2021 <1 ppb
6 Lounge Tap 2nd Floor 10/1/2021  2 ppb
7 Hall Drinking Fountain Annex 10/1/2021 2 ppb
8 Annex Lounge Tap Annex 10/1/2021 1 ppb
9 Nurse office Tap 1st floor 10/1/2021 < 1 ppb

10 Kitchen Tap 1st floor 10/1/2021 1 ppb

Sample # Sample Location Floor Test Date Result
1 2nd Floor Girls Bathroom Tap 2nd Floor 10/1/2021 < 1 ppb
2 2nd Floor Boys Bathroom Tap 2nd Floor 10/1/2021 < 1 ppb
3 2nd Floor Bottle Fill- Right 2nd Floor 10/1/2021 < 1 ppb
4 2nd Floor Bottle Fill- Left 2nd Floor 10/1/2021 < 1 ppb
5 1st Floor Bottle Fill 1st Floor 10/1/2021 < 1 ppb
6 Room 105 Tap 1st Floor 10/1/2021 <2ppb
7 Room 109 Tap 1st Floor 10/1/2021 < 1 ppb
8 Clinic Tap 1st Floor 10/1/2021 <1ppb
9 Kitchen Tap Basement 10/1/2021 1 ppb

10 Girls Bathroom Tap Basement 10/1/2021 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Nurse Sink 1st floor 1/4/2024 < 1 ppb
2 Workroom Tap 2nd Floor 1/4/2024 < 1 ppb
3 Right Drinking Fountain by Engineers Office 1st floor 1/4/2024 < 1 ppb
4 Right Drinking Fountain By Main RR 1st floor 1/4/2024 < 1 ppb
5 Left Drinking Fountain By Main RR 1st floor 1/4/2024 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 B&G Water fountain 1 4/12/2021 < 1 ppb
2 Cafeteria Bottle Fill 1 4/12/2021 <1 ppb
3 Cafeteria Sink Tap 1 4/12/2021 < 1 ppb
4 Main Entry Foyer Bottle Fill 1 4/12/2021 <1 ppb

Cleveland Elementary

West Willow

Educational Leadership and Support Center



5 Cedar Room Caterer Sink Tap 1 4/12/2021 < 1 ppb
6 2nd Floor Coffee Room Sink Tap 2 4/12/2021 < 1 ppb
7 2nd Floor Restroom Bottle Fill 2 4/12/2021 < 1 ppb
8 Purchasing Bottle Fill B 4/12/2021 < 1 ppb
9 Purchasing Break Room Sink Tap B 4/12/2021 < 1 ppb

10 Transportation Drive Lounge Sink Tap 4/12/2021 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Nurses Office Tap (Old Lounge) 1 1/15/2022 < 1 ppb
2 Bottle Fill by Room 119 1 1/15/2022 <1 ppb
3 Room 103 Tap 1 1/15/2022 3 ppb
4 Media Center Tap 1 1/15/2022 <1 ppb
5 Room 114 Tap 1 1/15/2022 2 ppb
6 Art Room Tap by Whiteboard 1 1/15/2022 1 ppb
7 Cafeteria Bottle Fill B 1/15/2022 < 1 ppb
8 Bottle Fill By Office 1 1/15/2022 < 1 ppb
9 Room 105 Tap 1 1/15/2022 < 1 ppb

10 Kitchen Kettle Tap B 1/15/2022 300 ppb
*** Kitchen Kettle Tap has been removed

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer Fill Line 1 11/21/2020 < 1 ppb
2 Bottle Fill Cafeteria 1 11/21/2020 < 1 ppb
3 Hall Drinking Fountain 2 11/21/2020 < 1 ppb
4 Clinic Bottle Fil 2 11/21/2020 < 1 ppb
5 Hallway Drinking Fountain 2 11/21/2020 < 1 ppb
6 Hallway Drinking Fountain 3 11/21/2020 < 1 ppb
7 Hallway Drinking Fountain 3 11/21/2020 < 1 ppb
8 Hallway Drinking Fountain 3 11/21/2020 <1 ppb
9 Hallway Drinking Fountain 4 11/21/2020 < 1 ppb

10 Gymnasium water fountain 2 11/21/2020 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 1st Floor Left Drinking Fountain 1 1/4/2024 < 1 ppb
2 1st Floor Right Drinking Fountain 1 1/4/2024 < 1 ppb
3 Kitchen Steamer B 1/4/2024 < 1 ppb
4 Basement Drinking Fountain Left B 1/4/2024 < 1 ppb
5 Basement Drinking Fountain Right 1 1/4/2024 < 1 ppb

Garfield Elementary

Erskine Elementary

Franklin Middle School



Sample # Sample Location Floor Test Date Result
1 Gym Drinking Fountain B 1/4/2024 2 ppb
2 1st Floor Right Drinking Fountain 1 1/4/2024 <1 ppb
3 1st Floor Left Drinking Fountain 1 1/4/2024 <1 ppb
4 Kitchen Sink 1 1/4/2024 <1 ppb
5 Kitchen Steamer 1 1/4/2024 31ppb
6 Kitchen Steamer Retest 1 1/29/2024 <1ppb

Note:

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer B 3/13/2023 < 1 ppb
2 Kitchen Sink B 3/13/2023 < 1 ppb
3 Right Cafeteria Drinking Fountain B 3/13/2023 < 3 ppb
4 Drinking Fountain by Gym B 3/13/2023 < 2 ppb
5 Right Drinking Fountain by Room 108 1 3/13/2023 7 ppb
6 Right Drinking Fountain by 1st Floor Battery 1 3/13/2023 < 1 ppb
7 Left Drinking Fountain by 1st Floor Battery 1 3/13/2023 < 1 ppb
8 Bottle Fill by Room 107 1 3/13/2023 < 1 ppb
9 Bottle Fill- 2nd Floor 2 3/13/2023 < 1 ppb

10 Nurse Office Tap 1 3/13/2023  1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Island Sink Tap 1 4/8/2021 < 1 ppb
2 Kitchen Steamer 1 4/8/2021 < 1 ppb
3 Kitchen 3 Compartment Sink Right Side 1 4/8/2021 1 ppb
4 Clinic Fountain 1 4/8/2021 < 1 ppb
5 Hall Bottle Fill Bottom of Steps 1 4/8/2021 < 1 ppb
6 Bottle Fill Cafeteria 1 4/8/2021 < 1 ppb
7 Bottle Fill First floor by Chairlift 1 4/8/2021 < 1 ppb
8 Bottle Fill Gymnasium 1 4/8/2021 < 1 ppb
9 Bottle Fill 2nd Floor Left side 2 4/8/2021 < 1 ppb

10 Bottle Fill 2nd Floor Right side 2 4/8/2021 < 1 ppb

Sample # Sample Location Floor Test Date Result
Harrison Elementary

Grant Elementary

Kitchen Steamer Line has been replaced 

Grant Wood Elementary

Harding Middle School



1 Nurses Office Tap 1 1/15/2022 3 ppb
2 1st Floor Bottle Fill 1 1/15/2022 < 1 ppb
3 Kitchen Steamer Tap 1 1/15/2022 4 ppb
4 Room 117 Tap 1 1/15/2022 1 ppb
5 Cafeteria Bottle Fill 1 1/15/2022 5 ppb
6 2nd Floor Bottle Fill 2 1/15/2022 < 1 ppb
7 Room 208 Water fountain 2 1/15/2022 2 ppb
8 2nd Floor Lounge Tap 2 1/15/2022 4 ppb
9 Room 108 Drinking Fountain 1 1/15/2022 < 1 ppb

10 Room 105 Drinking Fountain 1 1/15/2022 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer 1 1/4/2024 < 1 ppb
2 Kitchen Sink  1 1/4/2024 < 1 ppb
3 ar Right Drinking Fountain Outside Enigneers Offic 1 1/4/2024 2 ppb
4 Right Drinking Fountain by IMC 1 1/4/2024 < 1 ppb
5 Left Drinking Fountain by IMC 1 1/4/2024 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer Line B 1/4/2024 1 ppb
2 Left Drinking Fountain By RR 116 1 1/4/2024 <1 ppb
3 Right Drinking Fountain By RR 116 1 1/4/2024 <1 ppb
4 1st Floor Left Drinking Fountain 1 1/4/2024 <1 ppb
5 1st Floor Right Drinking Fountain 1 1/4/2024 <1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Island Tap 1 1/15/2022 < 1 ppb
2 1st Floor Bottle Fill 1 1/15/2022 < 1 ppb
3 Room 110 Fountain 1 1/15/2022 9 ppb
4 1st Floor Drinking Fountain Right 1 1/15/2022 <1 ppb

Hiawatha Elementary

Hoover Elementary

Jackson Elementary



5 Nurses Office Tap 1 1/15/2022 1 ppb
6 2nd Floor Bottle Fill 2 1/15/2022 <1 ppb
7 2nd Floor Drinking Fountain Left 2 1/15/2022 8 ppb
8 Room 218 Drinking Fountain 2 1/15/2022 5 ppb
9 Room 200C Tap 2 1/15/2022 36 ppb

10 Room 217 Drinking Fountain 2 1/15/2022 9 ppb
10-B 2022 Removed Tap From Service 2 2/8/2022 36 ppb

11  hut down faucet Room 211 re-test without chang 2 3/1/2017 21 ppb
10-B Changed faucet/piping and re-test room 211 Tap 2 1/31/2017 7 ppb

Sample # Sample Location Floor Test Date Result
1 Bottle Fill by 183 1 6/12/2023 <0.001ppb
2 DF by 183 1 6/12/2023 <0.001ppb
3 Bottle Fill by 186 1 6/12/2023 <0.001ppb
4 DF by 186 1 6/12/2023 0.005ppb
5 Bottle Fill by 121 1 6/12/2023 <0.001ppb
6 DF by Main Elevator 1 6/12/2023 <0.001ppb
7 Right DF by 150 1 6/12/2023 0.002
8 Left DF by 150 1 6/12/2023 0.003
9 Training Room Sink 1 6/12/2023 <0.001ppb

10 Bottle Fill by 199C 1 6/12/2023 <0.001ppb

Sample # Sample Location Floor Test Date Result
1 1st Floor Drinking Fountain 1 1/4/2023 <1 ppb
2 Lounge Sink 1 1/4/2023 <1 ppb
3 Gym Hall Drinking Fountain 1 1/4/2023 <1 ppb
4 Kitchen Steamer 1 1/4/2023 <1 ppb
5 2nd Floor Drinking Fountain 2 1/4/2023 <1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Tap 1 1/4/2023 3 ppb
2 Kitchen Steamer 1 1/4/2023 < 9 ppb
3 Drinking Fountain by Room 62 1 1/4/2023 < 1 ppb
4 Drinking Fountain Outside Room 204 2 1/4/2023  1 ppb
5 Drinking Fountain by Room 101 1 1/4/2023 < 1 ppb

Johnson Elementary

Kennedy High School

Jefferson High School



6 Left Drinking Fountain Outside Room 352 1 1/4/2023 < 1 ppb
7 Nurses Office Sink 1 1/4/2023 2 ppb
8 Wrestling room Fountain B 1/4/2023 1 ppb
9 Gym Drinking Fountain by Pool 1 1/4/2023  1 ppb

10 Drinking Fountain by Cafeteria Bathrooms 1 1/4/2023 2 ppb

Sample # Sample Location Floor Test Date Result
1 Annex Drinking Fountain 1 1/4/2024 <1 ppb
2 1st Floor Hallway Drinking Fountain 1 1/4/2024 <1 ppb
3 Drinking Fountain Outside 108C 1 1/4/2024 <1 ppb
4 Second Floor Left Drinking Fountain 2 1/4/2024 1 ppb
5 Second Floor Right Drinking Fountain 2 1/4/2024 <1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Tap 1 10/1/2021 2 ppb
2 Cafeteria Fountain 1 10/1/2021 22 ppb
3 Gymnasium Fountain 1 10/1/2021 <1 ppb
4 Clinic Tap 1 10/1/2021 11ppb
5 Kitchen RR Tap 1 10/1/2021 3ppb
6 Lounge Tap 1 10/1/2021 1ppb
7 Main Hall Drinking Fountain 1 10/1/2021 <1 ppb
8 IMC Tap 1 10/1/2021 7ppb
9 Room 104 Tap 1 10/1/2021 4 ppb

10 Room 10 Tap 1 10/1/2021 9ppb

Sample # Sample Location Floor Test Date Result
1 2nd Floor Bottle Fill 2 1/15/2022 < 1 ppb
2 Womans Locker Room Bottle Fill 1 1/15/2022 < 1 ppb
3 1st Floor Drkining Fountain By Room 104 1 1/15/2022 < 1 ppb
4 Mens Locker Room Bottle Fill 1 1/15/2022 < 1 ppb
5 Drinking Fountain by Room 207 2 1/15/2022 < 1 ppb
6 Drinking Fountain by Room 222 2 1/15/2022 < 1 ppb
7 Drinking Fountain by Room 303 3 1/15/2022 < 1 ppb
8 Drinking Fountain by Room 301 3 1/15/2022 < 1 ppb
9 3rd Floor Bottle Fill 3 1/15/2022 < 1 ppb

10 3rd Floor Locker Link Drinking Fountain 3 1/15/2022 < 1 ppb

Kenwood Elementary

Madison Elementary

McKinley Middle School



Sample # Sample Location Floor Test Date Result
1 Bottle Fill by Room 2 1 6/13/2023 0.002ppb
2 DF by 303 1.5 6/13/2023 0.002ppb
3 2nd Floor Bottle Fill 2 6/13/2023 <0.001ppb
4 Clinic Sink Tap 2 6/13/2023 0.001ppb
5 Workroom Tap 1 6/13/2023 <0.001ppb
6 Bottle Fill by 109 1 6/13/2023 <0.001ppb
7 DF by 110 1 6/13/2023 <0.001ppb
8 Room 125 Tap 1 6/13/2023 <0.001ppb
9 Room 124 Tap 1 6/13/2023 0.002ppb

10 Kitchen Sink Tap 1 6/13/2023 0.001ppb

Sample # Sample Location Floor Test Date Result
1 Bottle Fill Right 1 1/10/2023 < 1 ppb
2 Bottle Fill Left 1 1/10/2023 < 1 ppb
3 Kitchen Sink Tap 1 1/10/2023 < 1 ppb
4 Kitchen Steamer Tap 1 1/10/2023 < 1 ppb
5 Lounge Faucet 1 1/10/2023 < 1 ppb
6 2nd Floor Bottle Fill 2 1/10/2023 < 1 ppb
7 Nurses Office Tap 1 1/10/2023 < 1 ppb
8 IMC Tap 2 1/10/2023 < 1 ppb
9 Room 207 Tap 2 1/10/2023  1 ppb

10 Room 202 Tap 2 1/10/2023 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Classroom 120 Sink Tap 1 4/8/2021 1 ppb
2 Classroom 121 Sink Tap 1 4/8/2021 1 ppb
3 Kitchen Island Sink Tap 1 4/8/2021 <1 ppb
4 Kitchen Steamer Fill Line 1 4/8/2021 1 ppb
5 Kitchen Compartment Sink Left Side 1 4/8/2021 2 ppb
6 Clinic Sink Tap 1 4/8/2021 1 ppb
7 Bottle Fill Lower Level 1 4/8/2021 <1 ppb
8 Bottle Fill West End 1 4/8/2021 3 ppb
9 Classroom 127 Sink Tap 1 4/8/2021 3 ppb

10 Classroom 141 Sink Tap 1 4/8/2021 4 ppb

Sample # Sample Location Floor Test Date Result
1 Nurse Office Tap 1 6/12/2023 0.003ppb
2 Driniking Fountain by 102 1 6/12/2023 <0.001ppb

Nixon Elementary

Pierce Elementary

Polk AEC

Metro High School



3 Kitchen Sink Tap 1 6/12/2023 0.006ppb
4 Bottle Fill by 102 1 6/12/2023 <0.001ppb
5 Room 206 Tap 2 6/12/2023 <0.001ppb
6 Room 202 Tap 2 6/12/2023 0.002ppb
7 Kitchen Steamer Tap 1 6/12/2023 <0.001ppb
8 Staff Lounge 2 6/12/2023 0.004ppb
9 Room 208 1 6/12/2023 <0.001ppb

10 Tap Between 205-206 2 6/12/2023 <0.001ppb

Sample # Sample Location Floor Test Date Result
1 Lounge Tap 2 6/12/2023 <0.001ppb
2 Kitchen Sink Tap B 6/12/2023 0.001ppb
3 Cafeteria DF B 6/12/2023 <0.001ppb
4 DF by 212 2 6/12/2023 <0.001ppb
5 Bottle Fill by 208 2 6/12/2023 .31ppb
6 DF by 214 2 6/12/2023 <0.001ppb
7 Bottle Fill by 216 2 6/12/2023 <0.001ppb
8 3rd Floor Locker Link 3 6/12/2023 0.001ppb
9 4th Floor Locker Link DF 4 6/12/2023 0.002ppb

10 Bottle Fill by 431 4 6/12/2023 <0.001ppb
11-Retest Bottle Fill by 208 Re-test 2 7/6/23 <0.001ppb

Sample # Sample Location Floor Test Date Result
1 Bottle Fill Gymnasium West End 1 4/9/2021 1 ppb
2 Bottle Fill Gymnasium Bouys Locker Room 1 4/9/2021 < 1 ppb
3 Kitchen Island Sink Tap 1 4/9/2021 2 ppb
4 Cafeteria Bottle Fill 1 4/9/2021 < 1 ppb
5 Clinic Sink Tap 1 4/9/2021 < 1 ppb
6 Bottle Fill Outside Room 133 1 4/9/2021 < 1 ppb
7 Teacher's Lounge Sink Tap 1 4/9/2021 < 1 ppb
8 Classroom 123 (Green Counter) Sink Tap 1 4/9/2021 7 ppb
9 Classroom 219 Sink Tap 2 4/9/2021 6 ppb

10 Bottle Fill Outside Room 235 2 4/9/2021 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer Fill line 1 1/4/2024 < 1 ppb
2 1st Floor Left Drinking Fountain 1 1/4/2024 < 1 ppb
3 1st Floor Right Drinking Fountain 1 1/4/2024 < 1 ppb
4 Nurse Office Tap 1 1/4/2024 < 1 ppb
5 2nd Floor Drinking Fountain 2 1/4/2024 <1 ppb

Roosevelt Middle School

Taft Middle School

Taylor Elementary



Sample # Sample Location Floor Test Date Result
1 Kitchen Compartment Sink Left Side 1 4/9/2021 1 ppb
2 Kitchen Island Sink Tap 1 4/9/2021 8 ppb
3 Staff Lounge Sink Tap 1 4/9/2021 2 ppb
4 Clinic Tap 1 4/9/2021 1 ppb
5 Right Side Bottle Fill Gymnasium 1 4/9/2021 < 1 ppb
6 Left Side Bottle Fill Gymnasium 1 4/9/2021 < 1 ppb
7 Classroom 109 Sink Tap 1 4/9/2021 1 ppb
8 Classroom 111 Sink Tap 1 4/9/2021 3 ppb
9 Classroom 106 Sink Tap 1 4/9/2021 2 ppb

10 Classroom 107 Sink Tap 1 4/9/2021 3 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer 1 1/4/2024 < 1 ppb
2 1st Floor Right Drinking Fountain 1 1/4/2024 7 ppb
3 1st Floor Left Drinking Fountain 1 1/4/2024 < 1 ppb
4 2nd Floor Left Drinking Fountain 2 1/4/2024 < 1 ppb
5 2nd Floor Right Drinking Fountain 2 1/4/2024 1ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Steamer Tap 1 1/15/2022 < 1 ppb
2 Drinking Fountain Across From Gym 1 1/15/2022 < 1 ppb
3 Bottle Fill by Gym 1 1/15/2022 < 1 ppb
4 Kitchen Island Sink 1 1/15/2022 < 1 ppb
5 Drinking Fountain Behind Office (Right) 1 1/15/2022 < 1 ppb
6 Drinking Fountain Behind Office (Left) 1 1/15/2022 < 1 ppb
7 Room 163 Tap 1 1/15/2022 < 1 ppb
8 Bottle Fill By Room 207 2 1/15/2022 < 1 ppb
9 Bottle Fill by Room 242 2 1/15/2022 < 1 ppb

10 Lounge Tap 1 1/15/2022 < 1 ppb

Truman Elementary

Van Buren Elementary

Viola Gibson Elementary



Sample # Sample Location Floor Test Date Result
1 Kitchen Island Sink Tap Main Area 1 4/12/2021 < 1 ppb
2 Kitchen Island Sink Tap by dish room 1 4/12/2021 < 1 ppb
3 Clinic Sink Tap 1 4/12/2021 < 1 ppb
4 Big Gymnasium Bottle Fill 1 4/12/2021 < 1 ppb
5 Small Gym Bottle Fill (by trophy cases) 1 4/12/2021 < 1 ppb
6 Cafeteria Bottle Fill 1 4/12/2021 < 1 ppb
7 Bottle Fill Across from Classroom 130 1 4/12/2021 < 1 ppb
8 Bottle Fill Across From 230 2 4/12/2021 < 1 ppb
9 Bottle Fill Left Side Fine Arts 1 4/12/2021 1 ppb

10 Bottle Fill Right Side Fine Arts 1 4/12/2021 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Drinking Fountain Outside Cafeteria 1 3/13/2023 < 1 ppb
2 Kitchen Steamer Tap 1 3/13/2023  1 ppb
3 Kitchen Sink Tap 1 3/13/2023 < 1 ppb
4 Cafeteria Drinking Fountain 1 3/13/2023 2 ppb
5 Drinking Fountain Outside Room 106 1 3/13/2023 < 1 ppb
6 Drinking Fountain Outside Main Office 1 3/13/2023 < 1 ppb
7 Drinking Fountain by 125A 1 3/13/2023 < 1 ppb
8 Drinking Fountain by Room 120 1 3/13/2023 < 1 ppb
9 Drinking Fountain Between 204 & 205 2 3/13/2023 < 1 ppb

10 Drinking Fountain Between 206 & 207 2 3/13/2023 < 1 ppb

Sample # Sample Location Floor Test Date Result
1 Kitchen Tap B 3/7/2017 < 1 ppb
2 Hallway Drinking Fountain B 3/7/2017 2 ppb
3 Room 17 Drinking Fountain B 3/7/2017 < 1 ppb
4 Hallway Drinking Fountain B 3/7/2017 < 1 ppb
5 Clinic Tap 1 3/7/2017 < 1 ppb
6 Clinic Tap #2 1 3/7/2017 < 1 ppb
7 Room 125 Tap 1 3/7/2017 < 1 ppb
8 Hallway Drinking Fountain 1 3/7/2017 < 1 ppb
9 Room 101 Drinking Fountain 1 3/7/2017 1 ppb

10 Room 106 Drinking Fountain 1 3/7/2017 4 ppb

Wright Elementary

Washington High School

Wilson Middle School
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